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6b.  Beam-to-Column Connections

Beam-to-column connections used in the seismic force resisting system (SFRS) shall
satisfy the following requirements:

ction shall be capable of accommodating a story drift angle of at least

face, shall equal at leas(
0.04 rad.
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